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NOTE -  FOR USE WITH COPPER CONDUCTORS ONLY REFER TO UNIT
RATING PLATE FOR MINIMUM CIRCUIT AMPACITY AND MAXIMUM
OVERCURRENT PROTECTION SIZE.

IMPORTANT: TO PREVENT MOTOR BURNOUT, NEVER CONNECT MORE THAN
ONE MOTOR LEAD TO ANY ONE CONNECTION. TAPE UNUSED MOTOR LEADS
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OUTDOOR AIR TEMPERATURE SENSOR RT26 OR OUTDOOR AIR
ENTHALPY SENSOR A7 MAY BE USED.   MAKE CONNECTION AS SHOWN.

PROGRAMMABLE, USE FOR EXHAUST FAN 2 OUTPUT
OR ERV OR SYSTEM ALARM OUTPUT.
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