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A173 SENSOR 1

SENSOR 2
/A NOTE - FOR USE WITH COPPER CONDUCTORS ONLY REFER 24V POWER
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F AND MAXIMUM OVERCURRENT PROTECTION SIZE.
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3 A171 SENSOR ONE, SMOKE, RETURN AIR
AT2 SENSOR TWO, SMOKE, SUPPLY AIR
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C NOTE - IF ANY WIRE IN THIS APPLIANCE IS
5 ) A REPLACED IT MUST BE REPLACED WITH WIRE OF
D LIKE SIZE, RATING, TERMINATION AND INSULATION
THICKNESS
B4 WARNING - ELECTRIC SHOCK HAZARD, CAN CAUSE
INJURY OR DEATH. UNIT MUST BE GROUNDED IN
JACK / PLUG DESCRIPTION ACCORDANCE WITH NATIONAL AND LOCAL CODES
HEAT DISCONNECT ALL POWER BEFORE SERVICING.
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